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Geotechnical-Engineering Report
Important Information about This

Subsurface problems are a principal cause of construction delays, cost overruns, claims, and disputes. 

While you cannot eliminate all such risks, you can manage them. The following information is provided to help.

The Geoprofessional Business Association (GBA) 
has prepared this advisory to help you – assumedly 
a client representative – interpret and apply this 
geotechnical-engineering report as effectively 
as possible. In that way, clients can benefit from 
a lowered exposure to the subsurface problems 
that, for decades, have been a principal cause of 
construction delays, cost overruns, claims, and 
disputes.  If you have questions or want more 
information about any of the issues discussed below, 
contact your GBA-member geotechnical engineer. 
Active involvement in the Geoprofessional Business 
Association exposes geotechnical engineers to a 
wide array of risk-confrontation techniques that can 
be of genuine benefit for everyone involved with a 
construction project. 

Geotechnical-Engineering Services Are Performed for 
Specific Purposes, Persons, and Projects
Geotechnical engineers structure their services to meet the specific 
needs of their clients. A geotechnical-engineering study conducted 
for a given civil engineer will not likely meet the needs of a civil-
works constructor or even a different civil engineer. Because each 
geotechnical-engineering study is unique, each geotechnical-
engineering report is unique, prepared solely for the client. Those who 
rely on a geotechnical-engineering report prepared for a different client 
can be seriously misled. No one except authorized client representatives 
should rely on this geotechnical-engineering report without first 
conferring with the geotechnical engineer who prepared it. And no one 
– not even you – should apply this report for any purpose or project except 
the one originally contemplated.

Read this Report in Full
Costly problems have occurred because those relying on a geotechnical-
engineering report did not read it in its entirety. Do not rely on an 
executive summary. Do not read selected elements only. Read this report 
in full.

You Need to Inform Your Geotechnical Engineer 
about Change
Your geotechnical engineer considered unique, project-specific factors 
when designing the study behind this report and developing the 
confirmation-dependent recommendations the report conveys. A few 
typical factors include: 
• the client’s goals, objectives, budget, schedule, and 
 risk-management preferences; 
• the general nature of the structure involved, its size,   
 configuration, and performance criteria; 
• the structure’s location and orientation on the site; and 
• other planned or existing site improvements, such as   
 retaining walls, access roads, parking lots, and    
 underground utilities. 

Typical changes that could erode the reliability of this report include 
those that affect:
• the site’s size or shape;
• the function of the proposed structure, as when it’s   
 changed from a parking garage to an office building, or   
 from a light-industrial plant to a refrigerated warehouse;
• the elevation, configuration, location, orientation, or   
 weight of the proposed structure;
• the composition of the design team; or
• project ownership.

As a general rule, always inform your geotechnical engineer of project 
changes – even minor ones – and request an assessment of their 
impact. The geotechnical engineer who prepared this report cannot accept 
responsibility or liability for problems that arise because the geotechnical 
engineer was not informed about developments the engineer otherwise 
would have considered. 

This Report May Not Be Reliable
Do not rely on this report if your geotechnical engineer prepared it:
• for a different client;
• for a different project;
• for a different site (that may or may not include all or a   
 portion of the original site); or 
• before important events occurred at the site or adjacent   
 to it; e.g., man-made events like construction or   
 environmental remediation, or natural events like floods,  
 droughts, earthquakes, or groundwater fluctuations.

Note, too, that it could be unwise to rely on a geotechnical-engineering 
report whose reliability may have been affected by the passage of time, 
because of factors like changed subsurface conditions; new or modified 
codes, standards, or regulations; or new techniques or tools. If your 
geotechnical engineer has not indicated an “apply-by” date on the report, 
ask what it should be, and, in general, if you are the least bit uncertain 
about the continued reliability of this report, contact your geotechnical 
engineer before applying it. A minor amount of additional testing or 
analysis – if any is required at all – could prevent major problems.

Most of the “Findings” Related in This Report Are 
Professional Opinions
Before construction begins, geotechnical engineers explore a site’s 
subsurface through various sampling and testing procedures. 
Geotechnical engineers can observe actual subsurface conditions only at 
those specific locations where sampling and testing were performed. The 
data derived from that sampling and testing were reviewed by your 
geotechnical engineer, who then applied professional judgment to 
form opinions about subsurface conditions throughout the site. Actual 
sitewide-subsurface conditions may differ – maybe significantly – from 
those indicated in this report. Confront that risk by retaining your 
geotechnical engineer to serve on the design team from project start to 
project finish, so the individual can provide informed guidance quickly, 
whenever needed. 



This Report’s Recommendations Are 
Confirmation-Dependent
The recommendations included in this report – including any options 
or alternatives – are confirmation-dependent. In other words, they are 
not final, because the geotechnical engineer who developed them relied 
heavily on judgment and opinion to do so. Your geotechnical engineer 
can finalize the recommendations only after observing actual subsurface 
conditions revealed during construction. If through observation your 
geotechnical engineer confirms that the conditions assumed to exist 
actually do exist, the recommendations can be relied upon, assuming 
no other changes have occurred. The geotechnical engineer who prepared 
this report cannot assume responsibility or liability for confirmation-
dependent recommendations if you fail to retain that engineer to perform 
construction observation.

This Report Could Be Misinterpreted
Other design professionals’ misinterpretation of geotechnical-
engineering reports has resulted in costly problems. Confront that risk 
by having your geotechnical engineer serve as a full-time member of the 
design team, to: 
• confer with other design-team members, 
• help develop specifications, 
• review pertinent elements of other design professionals’    
 plans and specifications, and 
• be on hand quickly whenever geotechnical-engineering    
 guidance is needed. 
 
You should also confront the risk of constructors misinterpreting this 
report. Do so by retaining your geotechnical engineer to participate in 
prebid and preconstruction conferences and to perform construction 
observation.

Give Constructors a Complete Report and Guidance
Some owners and design professionals mistakenly believe they can shift 
unanticipated-subsurface-conditions liability to constructors by limiting 
the information they provide for bid preparation. To help prevent 
the costly, contentious problems this practice has caused, include the 
complete geotechnical-engineering report, along with any attachments 
or appendices, with your contract documents, but be certain to note 
conspicuously that you’ve included the material for informational 
purposes only. To avoid misunderstanding, you may also want to note 
that “informational purposes” means constructors have no right to rely 
on the interpretations, opinions, conclusions, or recommendations in 
the report, but they may rely on the factual data relative to the specific 
times, locations, and depths/elevations referenced.  Be certain that 
constructors know they may learn about specific project requirements, 
including options selected from the report, only from the design 
drawings and specifications. Remind constructors that they may 

perform their own studies if they want to, and be sure to allow enough 
time to permit them to do so. Only then might you be in a position 
to give constructors the information available to you, while requiring 
them to at least share some of the financial responsibilities stemming 
from unanticipated conditions. Conducting prebid and preconstruction 
conferences can also be valuable in this respect. 

Read Responsibility Provisions Closely
Some client representatives, design professionals, and constructors do 
not realize that geotechnical engineering is far less exact than other 
engineering disciplines. That lack of understanding has nurtured 
unrealistic expectations that have resulted in disappointments, delays, 
cost overruns, claims, and disputes. To confront that risk, geotechnical 
engineers commonly include explanatory provisions in their reports. 
Sometimes labeled “limitations,” many of these provisions indicate 
where geotechnical engineers’ responsibilities begin and end, to help 
others recognize their own responsibilities and risks. Read these 
provisions closely. Ask questions. Your geotechnical engineer should 
respond fully and frankly.

Geoenvironmental Concerns Are Not Covered
The personnel, equipment, and techniques used to perform an 
environmental study – e.g., a “phase-one” or “phase-two” environmental 
site assessment – differ significantly from those used to perform 
a geotechnical-engineering study. For that reason, a geotechnical-
engineering report does not usually relate any environmental findings, 
conclusions, or recommendations; e.g., about the likelihood of 
encountering underground storage tanks or regulated contaminants. 
Unanticipated subsurface environmental problems have led to project 
failures. If you have not yet obtained your own environmental 
information, ask your geotechnical consultant for risk-management 
guidance. As a general rule, do not rely on an environmental report 
prepared for a different client, site, or project, or that is more than six 
months old.

Obtain Professional Assistance to Deal with Moisture 
Infiltration and Mold
While your geotechnical engineer may have addressed groundwater, 
water infiltration, or similar issues in this report, none of the engineer’s 
services were designed, conducted, or intended to prevent uncontrolled 
migration of moisture – including water vapor – from the soil through 
building slabs and walls and into the building interior, where it can 
cause mold growth and material-performance deficiencies. Accordingly, 
proper implementation of the geotechnical engineer’s recommendations 
will not of itself be sufficient to prevent moisture infiltration. Confront 
the risk of moisture infiltration by including building-envelope or mold 
specialists on the design team. Geotechnical engineers are not building-
envelope or mold specialists.

Copyright 2016 by Geoprofessional Business Association (GBA). Duplication, reproduction, or copying of this document, in whole or in part, by any means whatsoever, is strictly 
prohibited, except with GBA’s specific written permission. Excerpting, quoting, or otherwise extracting wording from this document is permitted only with the express written permission 
of GBA, and only for purposes of scholarly research or book review. Only members of GBA may use this document or its wording as a complement to or as an element of a report of any 

kind. Any other firm, individual, or other entity that so uses this document without being a GBA member could be committing negligent

Telephone: 301/565-2733
e-mail: info@geoprofessional.org   www.geoprofessional.org
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INTRODUCTION 

 

Paradigm Consultants, Inc., (Paradigm) presents this report of our geotechnical study and 

design recommendations for the proposed Blue Heron Drive reconstruction in Bayou Vista, 

Texas. This study was authorized with a notice to proceed email from Mr. PK Patel on 

November 8, 2019. The scope of service was in accordance with Paradigm Proposal No. 

P19-174, dated September 12, 2019.   

 

The objectives of this study were to develop design recommendations and construction 

considerations for the proposed street improvements.  To accomplish these objectives, our 

study included the following tasks: 

 

• Drilling and sampling seven soil borings to explore the subsurface and groundwater 

conditions; 

 

• Performing geotechnical laboratory tests to aid in the classification and determine 

engineering properties of the soils encountered at the site;  

 

• Analyzing the field and laboratory test data to develop geotechnical engineering 

design and construction recommendations; and 

 

• Preparing this report presenting our findings and recommendations. 

 

 

FIELD EXPLORATION AND LABORATORY TESTING 

 

Our field exploration included drilling and sampling seven exploratory soil borings.  The 

approximate boring locations are shown on Figure 1.  

 

Drilling Operations 

ACE Drilling, a subcontractor to Paradigm, drilled and sampled the borings on November 18, 

2019 using truck-mounted drilling equipment.  The existing paving was cored through prior to 

drilling and sampling.  Our field operations were performed in general accordance with 

American Society for Testing and Materials (ASTM D 14521 and ASTM D 57832). 

 

Soil Sampling 

Soil was sampled continuously at 2-ft intervals to the completion depth of the borings.  Soils 

interpreted to be cohesive soils (clay) during field operations were sampled by hydraulically 

pushing a 3-in. diameter, thin-walled steel tube a distance of about 24 in.  Our field sampling 

procedures were in general accordance with ASTM D 1587.   For each recovered sample, 

our representative extruded the sample in the field, visually classified the soil, and measured 

the penetration resistance using a pocket penetrometer.  A representative portion of the 
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recovered sample was wrapped in aluminum foil and placed into a plastic bag for transport to 

our laboratory. 

 

Water-Level Measurements 

Drilling protocol included dry augering from ground surface to the depth where water or 

borehole sidewall instability occurred.  If neither water nor instability was encountered, dry-

auger drilling technique was used to the full depth of the boring.  If water was encountered, the 

water level within the borehole was measured at 5-minute intervals for 15 minutes before 

drilling resumed using wet rotary methods.   

 

Laboratory Testing 

Paradigm performed geotechnical laboratory tests in general accordance with ASTM 

methods on selected soil samples to aid in soil classification and to test engineering 

properties.  The test methods performed are presented in Table 1. 

 

Table 1: Laboratory Test Methods 

 

Test Name Test Method 

Moisture Content ASTM D 22163 

Liquid and Plastic Limits and Plasticity Index ASTM D 43184 

Unconsolidated-Undrained Triaxial Compression Test on Cohesive Soil ASTM D 28505 

 

Boring Logs 

Paradigm’s field representative logged each soil boring recording the drilling method, 

sampling method and interval, and penetration resistance.  Details of the stratigraphic 

conditions encountered at each boring location were recorded on the field log in general 

accordance with ASTM D 5434.6  Identification and descriptions of the soils were based on 

visual-manual procedures described in ASTM D 2488.7 

 

The boring logs were developed using the stratigraphic and soil property data obtained 

during our field exploration and laboratory testing programs.  Each log represents our 

interpretation of general soil and water conditions at the boring location.  The boring log 

includes the type and interval depth for each sample, the corresponding penetration 

resistance and SPT data, and the results of the index properties and strength testing.  Soil 

classifications were based on the Unified Soil Classification System (ASTM D 24878).  The 

boring logs and a key to the terms and symbols used on the logs are included in the 

Appendix. 
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Unified Soil Classification System.  ASTM D 2487 classifies soil as either fine-grained or 

coarse-grained with the percentage of soil particles finer than the No. 200 sieve size used to 

differentiate between coarse-grained and fine-grained soil.  Clay and silt are fine-grained 

soils and have 50% or more of their particles finer than the No. 200 sieve size.  Gravel and 

sand are coarse-grained soils and have less than 50% of their particles finer than the No. 

200 sieve size.   

 

Clay has a plasticity index (PI) of 4 or greater and the plot of plasticity index versus liquid 

limit (LL) falls on or above the “A” line of the plasticity chart.  Silt typically has a PI less than 4 

and the plot of plasticity index versus liquid limit falls below the “A” line of the plasticity chart.  

For clay and silt, the descriptor “with sand” is used if 15% to 30% of the particles are sand 

size.  If more than 30% of the particles within a clay or silt sample are sand size, the 

descriptor “sandy” is used.  Fat clay has a liquid limit greater than or equal to 50, and lean 

clay has a liquid limit less than 50.  Silty clay (CL-ML) has a PI between 4 and 7.  

 

 

SURFACE AND SUBSURFACE CONDITIONS 

 

General surface conditions were noted during our field exploration program.  Subsurface and 

groundwater conditions were evaluated by drilling seven exploratory soil borings, designated 

as B-1 through B-7, within the project site.  Discussions of the site, soil, and groundwater 

conditions encountered during our field exploration are presented in the following sections. 

 

Surface Conditions 

The street is currently covered with asphalt paving.   

 

Existing Asphalt Paving Section 

The existing pavement section consists of about 2 in. to 4 in. of asphalt paving over cement 

stabilized base (9 to 13 in.)   Thicknesses of each paving layer are included in Appendix. 

 

Subsurface Soil Conditions 

The subsurface soil conditions, based on intercepted soils from seven exploratory borings, 

generally consist of clay, lean clay, and sand within the 10-ft explored depth. Additional 

details of encountered soils with laboratory test results are presented on boring logs in the 

Appendix. 

 

Groundwater Conditions 

During our field exploration, groundwater was encountered at depths ranging from 

approximately 4 to 10 ft below the grade.  Short-term water level observations should not be 

interpreted to represent long-term conditions.  Water levels vary seasonally and with climatic 

conditions.  
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ROADWAY 

 

Plans are to reconstruct Blue Heron Drive reconstruction in Bayou Vista, Texas.  We 

understand that concrete paving will be considered for pavement replacement.   The results 

of our study indicated that the existing paving subgrade are very soft.  The constructability of 

new concrete paving over this very soft subgrade should be field verified at the time of the 

construction.   As an alternative, we recommended new asphalt paving supported on cold-in-

place recycled existing base be considered for this project. Our pavement design 

recommendations were presented in the following report section. 

 

New Concrete Paving Section 

Paradigm recommends that 7-in. thick portland cement concrete be used for proposed street 

improvement. We recommend that streets be constructed on 8-in. stabilized subgrade.  

During the pavement performance, maintenance to seal surface cracks and reseal joints 

should be undertaken to achieve the desired paving life.  Subgrade preparation for concrete 

pavement is explained in the following section. 

 

The reinforcing steel (fy = 60,000 lb/in.2) should use No. 4 bars spaced at 18-in. for 

longitudinal reinforcement, and No. 4 bars spaced at 24 in. for lateral reinforcement.   The 

maximum spacing for contraction joints should be 15 ft.  The concrete paving mixture should 

be proportioned to achieve a compressive strength of at least 3500 lb/in2. 

 

Pavement Subgrade 

The appropriateness of stabilizer and application rate for the subgrade should be determined 

at the time of construction.  The paving subgrade should be lime stabilized to an 8-in. depth.  

An application rate of 48 lb/yd² of hydrated lime may be used for planning purposes.  This 

application rate corresponds to 8% hydrated lime.  Texas Department of Transportation 

(TxDOT) Specifications, Item 260, can be used as procedural guide for placing, mixing, and 

compacting the stabilizer and the soils.   

 

It is essential that adequate water be added before final mixing to ensure complete hydration 

and to bring the soil moisture content 3% above optimum before compaction. Additional 

water may be needed during final mix to meet the moisture requirement.  Stabilized soils 

should be compacted to at least 95% of the maximum dry density determined by standard 

effort (ASTM D 6989).  Paving should be placed within 14 days to prevent deterioration of the 

prepared subgrade, or the subgrade should be sealed with an emulsion-based sealer. 

 

Construction Considerations 

Subgrade preparation will be needed before construction of the new roadway section.  

Earthwork should extend at least 2 ft beyond the limits of the paved section.  By preparing 

the subgrade beyond the paving limits, paving edge preparation is assured.  Subgrade 

preparation recommendations are as follows: 
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1. Adequate drainage is paramount for the performance of pavements.  We recommend 

provision of adequate drainage for the proposed pavement.  

2. After removing existing asphalt paving and base course, the exposed paving subgrade 

should be proofrolled using a rubber-tired vehicle weighing about 20 tons, such as a 

loaded dump truck or loaded water truck.  The geotechnical engineer or a field 

representative of the engineer should observe proofrolling operations to delineate soft or 

weak areas that may require remediation.   

3. Once the finished subgrade elevation has been achieved, the roadway subgrade should 

be stabilized to an 8-in depth, as presented in a previous section.   

4. Paving should be placed within 14 days or the subgrade should be sealed with an 

emulsion-based sealer to prevent degradation of the prepared paving subgrade. 

5. Pavement should be maintained to reduce infiltration of water into the subgrade soils.  

Periodic maintenance should be performed to seal surface cracks. 

New Asphalt Paving Section  

New asphalt paving section should consist of 3-in. HMAC surface course over 9-in. cold-in-

place recycled base.   The cold-in-place recycle can be done using specially designed 

recycling machines (milling drum, grader, and roller). The material in the existing road 

pavement should be pulverized using a milling machine, and simultaneously mixed with 

asphalt emulsion.  Additional black base may be added to the recycled mix to meet the 

pavement base requirement. The recycled mix should be compacted to produce a smooth 

base course for the new asphalt surface.   Harris County Specification No. 252, The In-Place 

Full Depth Cold Flexible Pavement Recycling, can be used as a procedural guide for placing, 

mixing, and compacting the recycled base.     

 

 

CONSTRUCTION OBSERVATION 

 

As dictated by common practice, our geotechnical engineering analysis and 

recommendations are based on the information on the subsurface conditions obtained from 

small diameter, widely-spaced borings and our judgment based on our education and 

experience.  Because the borings indicate subsurface conditions only at the specific 

locations and time and only to the depths penetrated, they do not necessarily reflect strata 

variations that may exist between boring locations.  Therefore, the validity of the 

recommendations in this report is based in part on assumptions about the stratigraphy made 

by the geotechnical engineer.  Because variations may not be evident until construction 

begins, Paradigm should be retained to perform construction materials monitoring and test, 

particularly earthwork construction, during the construction phase of the project.   
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Our involvement enables Paradigm’s geotechnical engineer or his/her representative to 

monitor the foundation and earthwork activities and be available to personally evaluate 

unanticipated conditions, conduct additional tests, if necessary, and to provide alternative 

recommendations where appropriate.   

 

 

LIMITATIONS 

 

Opinions, conclusions, and recommendations presented in this geotechnical engineering 

report are based on the data obtained from the field and laboratory programs, our 

interpretation of the data, and information received from our client and construction 

professionals associated with the project.  If changes in the nature, design, or location of the 

project are made, the opinions, conclusions, and recommendations contained in this report 

are not valid unless the changes are reviewed by Paradigm and the recommendations 

included within this report are modified or verified in writing by Paradigm.  If subsurface 

conditions different from those described are noted during construction, recommendations in 

this report must be reevaluated. 

 

The scope of our services did not include environmental assessment, compliance with 

applicable laws, geologic faults, and wetlands.  Our scope did not include the investigation, 

detection, or design related to the presence of any biological pollutants.  The term “biological 

pollutants” include, and is not limited to, mold, fungi, spores, bacteria, and viruses, and the 

byproducts of any such biological organisms. 

 

Design Review 

Paradigm should review the design drawings and specifications before being released for 

construction.  Our review will confirm that the geotechnical recommendations and 

construction criteria presented in this report have been correctly interpreted and 

implemented.  Paradigm is not responsible for any claims, damages, or liability associated 

with non-compliance with or misinterpretation of the recommendations and construction 

criteria presented in our geotechnical report.  Design review is not within the scope of 

services authorized in this study.  We would be pleased to submit a budget for this activity.   

 

Standard of Care 

This study was performed in a manner consistent with the level of care and skill ordinarily 

exercised by reputable geotechnical engineers practicing contemporaneously in the local 

area.  No warranty or guarantee, express or implied, is made or intended. 

 



  

 

Paradigm Consultants, Inc. Project No. 19-1088 

- 7 - 

Report Reproduction 

Paradigm’s report was prepared exclusively for Zarinkelk Engineering Services, Inc. and its 

project team for use in preparing design and construction documents.  This report shall not be 

reproduced or used for any other purpose without Paradigm’s express written authorization.  

If included in construction documents, the report should be provided in its entirety with the 

caveat that it is included as a construction reference.  Specific project requirements including 

options selected from this report must be obtained from the design drawings and 

specifications. 
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Borehole Water Levels:

  Dry-auger drilling: 0 ft to 10 ft
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ASPHALT PAVING: 2 inches.
CEMENT STABILIZED SAND AND GRAVEL BASE:

13 inches.

FILL: Dark brown, fat clay with ferrous stains.

FAT CLAY (CH): Very soft, dark brown and gray with
ferrous stains.

 - with sand pockets, 4 to 6 ft.

Borehole terminated at 10-ft depth
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Borehole Water Levels:

  Dry-auger drilling: 0 ft to 10 ft
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Zarinkelk Engineering Services, Inc.

Houston, Texas

Surface Elevation:
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ASPHALT PAVING: 2 3/4 inches.
CEMENT STABILIZED SAND AND GRAVEL BASE:

12 1/4 inches.

FILL: Light brown and dark brown, fat clay with sand
layer.

FAT CLAY (CH): Very soft, light brown and dark
brown with ferrous stains.

Borehole terminated at 10-ft depth
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Borehole Water Levels:

  Dry-auger drilling: 0 ft to 10 ft

LOG OF BORINGS

S
am

pl
e 

In
te

rv
al

, S
am

pl
er

 T
yp

e

Project No.: 19-1088

Boring Number: 7

Drilling Method(s):

 - 7 -

D
ep

th
, f

t

P
la

st
ic

 L
im

it

Blue Heron Drive

Bayou Vista

Galveston County, Texas

P
la

st
ic

ity
 In

de
x

Li
qu

id
 L

im
it

S
oi

l S
ym

bo
l

Remarks:

F
ai

lu
re

 S
tr

ai
n,

 %

M
oi

st
ur

e 
C

on
te

nt
, %

Zarinkelk Engineering Services, Inc.

Houston, Texas

Surface Elevation:
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Silty Gravel
(GM)

Clayey Gravel
(GC)

Greater than 50

Less than 2

2 to 4

Undrained Shear Strength, ksf SPT "N" Value Description Relative Density SPT "N" Value

Fat Clay (CH) Lean Clay (CL) Sandy Lean
Clay (CL)

Silty Clay
(CL-ML)

STANDARD PENETRATION TEST (SPT)

Clayey Sand
(SC)

Well Graded
Gravel (GW)

Peat (PT)Organic Clay
or Silt (OL)
Low Plasticity

KEY TO BORING LOG TERMS AND SYMBOLS

Paradigm Consultants, Inc.

0 to 15%

15% to 35%

35% to 65%

65% to 85%

85% to 100%

Depth where water was encountered within the open borehole after completion of drilling (see log for elapsed time)

DESCRIPTIVE TERMS

Fine-Grained Coarse-Grained
(Major portion passing No. 200 sieve)

Silt and Clay
(Major portion retained on No. 200 sieve)

Gravel and Sand

Consistency

Poorly Graded
Sand (SP)

2.00 to 4.00

Stiff 1.00 to 2.00

Firm 0.50 to 1.00

SAMPLER SYMBOLS

Silt (ML)

Sandy Silt (ML)

Greater than 31

The sampler was seated 6 in. with blows from a 140-lb hammer then 25 blows were required to advance the sampler
through the two 6-in. intervals of the test.  The "N" value is the sum of the blows needed to penetrate the final 12 in.

Core

The sampler was seated 6 in. by 12 blows from a 140-lb hammer then 76 blows were required to advance the sampler
a distance of 9 in.  Full penetration of 12 in. below the seating interval could not be achieved before the 50 blow limit
was recorded in one interval.

10 to 30

30 to 50

Well Graded
Sand (SW)

Poorly Graded
Gravel (GP)

Base Concrete

Organic Clay
or Silt (OH)
High Plasticity

50/4" Sampler was driven 4 in. of the 6-in. seating interval by blows of a 140-lb hammer before the 50 blow limit was reached.

Elastic Silt (MH)

4 to 8

9 to 15

15 to 30

MATERIAL SYMBOLS

Auger Thin-walled tube Split barrel

PCI's geotechnical engineer reviewed and compiled the field and laboratory data to develop each boring log.  Each log represents our
interpretation of general soil and water conditions at the boring location.  Strata lines on the log may be transitional and are approximate in
nature.  Water levels refer only to those conditions observed at the time and location indicated.

Silty Sand (SM)

Soft 0.25 to 0.50

Very soft Less than 0.25 Very loose

Loose

Medium dense

Dense

Very dense

Less than 4

4 to 10

No recovery

Fill Asphalt

N = 25

12, 26, 50/3"

Greater than 4.00Hard

Very stiff

WATER SYMBOLS

Depth where water was first encountered during drilling
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